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Mr. Edward O'Brien 
Boston Water & Sewer 
2301 Wyoming Ave NW 

CERTIFIED MAIL 
RETURN RECEIPT REQUESTED 

Washington, DC 20008 

Re: Reissuance of VPDES Permit No. VA0065358 
Boston Water & Sewer STP, Culpeper County 

Dear Mr. O'Brien: 

The Department of Environmental Quality (DEQ) has approved the enclosed effluent limitations and monitoring 
requirements for the above, referenced permit. Copies of your permit and fact sheet are enclosed. 

A Discharge Monitoring Report (DMR) form is no longer included in the reissuance package since you are now participating 
in DEQ's electronic DMR (e-DMR) program that allows you to submit the effluent monitoring data electronically. The first 
electronic DMR submittal for the month of May 2013 is due by June 10, 2013. Please reference the effluent limits in your 
permit and report monitoring results in e-DMR to the same number of significant digits as are included in the permit limits 
for the parameter. 

Please note that compliance with the permit's requirements for use and disposal of sewage sludge do not relieve you of your 
responsibility to comply with federal requirements set forth in 40 CFR Part 503. Until DEQ seeks and is granted authority to 
administer the Part 503 regulations by EPA, treatment works treating domestic sewage should continue to work directly with 
EPA to comply with them. 

As provided by Rule 2A:2 of the Supreme Court of Virginia, you have thirty days from the date of service (the date you 
actually received this decision or the date it was mailed to you, whichever occurred first) within which to appeal this decision 
by filing a notice of appeal in accordance with the Rules of the Supreme Court of Virginia with the Director, Department of 
Environmental Quality. In the event that this decision is served on you by mail, three days are added to that period. 

Alternately, any owner under §§ 62.1-44.16, 62.1-44.17, and 62.1-44.19 of the State Water Control Law aggrieved by any 
action of the State Water Control Board taken without a formal hearing, or by inaction of the Board, may demand in writing a 
formal hearing of such owner's grievance, provided a petition requesting such hearing is filed with the Board. Said petition 
must meet the requirements set forth in § 1.23(b) of the Board's Procedural Rule No. 1. In cases involving actions of the 
Board, such petition must be filed within thirty days after notice of such action is mailed to such owner by certified mail. 
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A Reliability Class IV is assigned to this facility and this facility has Class II licensed operator requirements. 

If you have questions about the permit, please contact Alison Thompson at (703) 583-3834 or by E-mail at 
Alison.Thompson@deq.virginia.gov. 

Bryant Thomas 
Regional Water Permits & Planning Manager 

Enc: Permit for VA0065358 
Fact Sheet for VA0065358 

cc: DEQ-Water, OWPP 
EPA-Region III, 3WP12 
Department of Health, Culpeper 
Water Compliance, NRO 
Don Hearl, ESS, Culpeper, VA 

Respectfully, 



COMMONWEALTH of VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

Permit No. VA0065358 
Effective Date: April 3,2014 

Expiration Date: April 2,2019 

AUTHORIZATION TO DISCHARGE UNDER THE 

VIRGINIA POLLUTANT DISCHARGE ELIMINATION SYSTEM 

AND THE VIRGINIA STATE WATER CONTROL LAW 

In compliance with the provisions of the Clean Water Act as amended and pursuant to the State Water Control 
Law and regulations adopted pursuant thereto, the following owner is authorized to discharge in accordance with 
the information submitted with the permit application, and with this permit cover page, Part I - Effluent 
Limitations and Monitoring Requirements, and Part I I - Conditions Applicable To All VPDES Permits, as set 
forth herein. 

Owner Name: Boston Water & Sewer 

Facility Name: Boston Water & Sewer STP 

County: Culpeper 

Facility Location: 1 mile SSW of the intersection of Routes 522 and 707 

The owner is authorized to discharge to the following receiving stream: 

Stream Name: Hazel River, UT 

River Basin: Rappahannock 

River Sub-basin: None 

Section: 4 

Class: III 

Special Standards: None 

Thomas A. Faha 
Director, Northern Regional Office 

Department of Environmental Quality 
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Effluent Limitations and Monitoring Requirements 
1. Outfall 001 - 0.015 MGD Facility 

a. There shall be no discharge of floating solids or visible foam in other than trace amounts. 

b. During the period beginning with the permit's effective date and lasting until the expiration date, whichever occurs first, the 
permittee is authorized to discharge from Outfall Number 001. Such discharges shall be limited and monitored by the permittee as 
specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average(1) Weekly Average(1) Minimum Maximum^ Frequency Sample Type 

Flow<2) (MOD) NL NA NA NL 1/D Estimate 

pH NA NA 6.0 S.U. 9.0 S.U. 1/D Grab 

BOD; 30mg/L 1.7 kg/day 45 mg/L 2.6 kg/day NA NA 1/M Grab 

Total Suspended Solids, TSS 30mg/L 1.7 kg/day 45 mg/L 2.6 kg/day NA NA 1/M Grab 

Ammonia as N 1.5 mg/L 1.5 mg/L NA NA 1/M Grab 

Dissolved Oxygen NA NA 6.0 mg/L NA 1/D Grab 

Total Recoverable Copper 18 ug/L 18 ug/L NA NA 1/M Grab 

Total Recoverable Zinc 130 ixg/L 130 ug/L NA NA 1/3M<4) Grab 

E. coli (Geometric Mean) 126n/100mL NA NA NA 1/W Grab 

Chronic 7-day Static Renewal -

(Ceriodaphnia dubia) (TUC)
( 3 ) 

NA NA NA 1.44 1/3M(4) Grab 

Chronic 3-Brood Static Renewal -

(Pimephales promelas) (TUC)
( 3 ) 

NA NA NA 1.44 1/3M<4) Grab 

( 1 ) See Part I B. MGD = Million gallons per day. 1/D = Once every day. 
< 2 > The design flow is 0.015 MGD. NA = Not applicable. 1/M = Once every month 
< 3 > See Part 1 C. for toxicity monitoring requirements NL = No limit; monitor and report. 1/W = Once every week. 

The quarterly periods are specified as January through S.U. = Standard units. 1/3M = Once every three months. 
March, April through June, July through September, and 
October through December. The DMR will be due on the 
10"1 of the month following the end of the quarter. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 
Estimate = Reported flow is to be based on the technical evaluation of the sources contributing to the discharge. 
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B Quantification Levels and Compliance Reporting 

1. Quantification Levels 

a. The quantification levels(QL)shall be less than or equal to thefollowing concentrations: 

Characteristic Quantification Level 
TSS l.umg^L 

BCD^ 2mg^L 
Ammonia u.^umg^L 

Copper 4.5ug^L 
Zinc 4uug^L 

b. The QL is defined as the lowest concentration used to calibrateameasurement system in accordance with 
the procedures published forthe method. The permittee shall use any method in accordance with Part 11 
A o f this permit. 

^ 

e. It is the responsibility ofthe permittee to ensure that proper quality assurance^qualitycontrol(QABQC) 
protocols are followed during the sampling and analytical procedures. QA^QC information shall be 
documented to confirm that appropriate analytical procedures have been used and the required QLs have 
been attained. 

2. Compliance Reporting for parameters in Part l.A. 

a. Monmly Average^Compliance with the monthly average limitations and̂ or reporting requirementsfor 
the parameters listed in Part l.B.l.aofthis permit condition shall be determined as follows: All 
concentration data belowtheQLusedfortheanalysis(QL must be less than or equal to the QL listed in 
Part LB.l.aabove)shall be treated as zero. All concentration data equal to or above the QL used for the 
analysis(QL must be less than or equal to the QL listed in Part LB.1.a above)shall be treated as it is 
reported. An arithmetic average shall be calculated using all reported dataforthe month, includingthe 
defined zeros. This arithmetic average shall be reported on the Discharge Monitoring Report (DM 
calculated. If all data are helow me QL used forthe analysis(QL must be less than or equal to the QL 
listed in Part LB.l.a above), then the average shall be reported as^^QL^. If reportingfor quantity is 
required on the DMR and the reported monthly average concentration is ^QL, then report ^QL^forme 
quantify. Otherwise use the reported concentration data (including the defined ̂ eros)and flow data for 
each sample day to determine the daily quantify and report the monthly average ofthe calculated daily 
quantities. 

b. MaximumWeeklyAverage^Compliance with the weekly average limitations and^orreporting 
requirementsforthe parameters listed in Part LB.l.aofthis permit condition shall be determined as 
follows: All concentration data below the QLusedfortheanalysis(QL must be less than or equal to the 
QL listed inPartl.B.l.aabove)shall be treated as zero. All concentration data equal to or above the QL 
used forthe analysis(QL must be less than or equal to the QL listed in Part LB.La above)shall be treated 
as reported. An arithmetic average shall be calculated using all reported data, includingthe defined zeros, 
collected within each complete calendarweek and entirely contained within the reporting month. The 
maximum value ofthe weekly averages thus determined shall be reported on the DMR. Ifalldataare 
belowtheQL used fortheanalysis(QL must be less than or equal to the QL listed in Part l.B.l.a above), 
then the weekly average shall be reported as ^QL^lfreport ing for quantity is required on the DMRand 
the reported weekly average concentration is ^QL, then report^^QL^forthequantity.Otherv^ise use the 
reported concentration data (including the defined zeros)and flow data for each sample day to determine 
the daily quantify and report the maximum weekly average ofthe calculated daily quantities. 
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c. Single Datum-Any single datum required shall be reported as^^QE^if it is less than the QE used in the 

analysis(QE must be less than or equal to the QE listed in Part l.B.l.a above).Otherwise the numerical 
value shall be reported. 

d. Significant Digits-The permittee shall report at least the same number of significant digits as the permit 
limitforagiven parameter. Regardless of the rounding convention used (i.e.,5always rounding up or to 
the nearest even number) by the permittee, the permittee shall use the convention consistently,and shall 
ensure that consulting laboratories employed by the permittee use the same convention. 

C ^holeEffiuentTo^ieity Program Requirements 

1. Biological Monitoring tor Outfall 001 

a ThisfacilityhasaWholeEffluentToxicity limitation o f l . 4 4 T ^ ^ 
of this permit. 

b. m accordance with the schedule in 0.2.below,the permittee shall conduct quarterly chronic toxicity tests 
during this permitterm. The permitfee shall collect grah samples of final effluentfrom Outfall 001. 

The chronic tests to use are: 

Chronic 3-Erood Static Renewal Survival and R e p ^ 

Chronic7-Day Static Renewal Survival and C r o w t h T e s t u s i n g ^ ^ ^ ^ ^ ^ ^ ^ 

These chronic tests shall be conducted in suchamanner and at sufficient dilutions(minimumoffive 
dilutions)to determine the ^No Observed Effect Concentration''(NOEC)fr^r survival and r^^ 
growth. Results which cannot be quantified (i.e.,a^less than" NOECvalue)are not acceptable anda 
retest shall be performed. The NOEC, as determined by hypothesis testing, shall be converted to TU^ 
(ChronicToxicUnits)forreporting requirements where the TU^lOO^NOEC.ReporttheEC^ at 48 
hours and the IC^with the NOEC'sin the test report. 

c. The permittee may provide additional samples to address data variability. These data shall be reported. 
Test procedures and reporting shall be in accordance with the WET testingmethods cited in 40 CER 
136.3 

d. I f the permittee identifiesaspecificparameter(s)that are causing the toxicity ofthe effluent and r^ 
the parameter(s)from the effluent upon written notification by DEQ, the Whole Efflux 
Monitoring specified herein shall be reduced from quarterly to semiannual. 

e. I f the permittee has twelve(12)consecutive quarters of monitoring with no exceedances of the Whole 
EffluentToxicity limit, the permirtee may request in writing that the monitoring specified be reduced 
from quarterlyto semiannual. Upon written approval from DEQNRO, the permittee shall commence 
monitoring onasemiannual basis as set forth: January l^to June 30^ and July l^toDecember31^. The 
results of the semiannual monitoring shall be reported no laterthan July 10^ and JanuarylO^ of each year 
following the respective monitoring period. 

f. Should the permittee conduct toxicity testing ofthe effluent priorto the compliance date listed in the 
schedule in C.2.below,the results of the test and the test report shall be reported with the DMRforthe 
monthfollowing the receipt of the testing results. In no case shall this exceed 45 daysfrom the 
completion of the test or the report submission date below,whichever may occur first. 
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2. Reporting Schedule 

The permittee shall monitor during the specified period; shall report the results on the DMR; and shall supply 
one copy of the toxicity test report specified in this Toxics Management Program in accordance with the 
following schedule: 

Period • Sampling Period. ,DMR/Report Submission Dates -

Quarter 1 July 1, 2014 - September 30, 2014 October 10, 2014 

Quarter 2 October 1,2014- December 31,2014 January 10,2015 

Quarter 3 January 1, 2015 - March 31, 2015 April 10,2015 

Quarter 4 April 1,2015-June 1,2015 July 10,2015 

Quarter 5 July 1, 2015 - September 30, 2015 October 10,2015 

Quarter 6 October 1,2015- December 31,2015 January 10, 2016 

Quarter 7 January 1, 2016-March 31, 2016 April 10,2016 

Quarter 8 April 1,2016-June 1,2016 July 10,2016 

Quarter 9 July 1, 2016 - September 30, 2016 October 10, 2016 

Quarter 10 October 1,2016- December 31,2016 January 10,2017 

Quarter 11 January 1, 2017-March 31, 2017 April 10,2017 

Quarter 12 April 1,2017-June 1,2017 July 10,2017 

Quarter 13 July 1, 2017 - September 30, 2017 October 10,2017 

Quarter 14 October 1,2017- December 31,2017 January 10,2018 

Quarter 15 January 1, 2018-March 31, 2018 April 10,2018 

Quarter 16 April 1,2018-June 1,2018 July 10,2018 

Quarter 17 July 1, 2018 - September 30, 2018 October 10,2018 

Quarter 18 October 1,2018- December 31,2018 January 10,2019 

Quarter 19 January 1, 2019-March 31, 2019 April 10,2019 

Quarter 20 April 1,2019-June 1,2019 July 10,2019 

D. Other Requirements and Special Conditions 

1. 95% Capacity Reopener 
A written notice and a plan of action for ensuring continued compliance with the terms of this permit shall be 
submitted to the DEQ-Northera Regional Office (DEQ-NRO) when the monthly average flow influent to the 
sewage treatment plant reaches 95% of the design capacity authorized in this permit for each month of any 
three consecutive month period. The written notice shall be submitted within 30 days and the plan of action 
shall be received at the DEQ-NRO no later than 90 days from the third consecutive month for which the flow 

; reached 95% of the design capacity. The plan shall include the necessary steps and a prompt schedule of 
implementation for controlling any current or reasonably anticipated problem resulting from high influent 
flows. Failure to submit an adequate plan in a timely manner shall be deemed a violation of this permit. 
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2. Indirect Dischargers 

The permittee shall provide adequate notice to the Department of thefollowing: 
a. Any new introduction ofpollutants into the treatment works from an indirect discharger which would be 

subject to Section 301or 306 of CleanWater Act and the State Water Control Eawifit were directly 
discharging those pollutants; and 

b. Any substantial change in the volume or character ofpollutants being introduced into the treatment 
works byasource introducing pollutants into the treatment works at the time ofissuance of this permit. 

c. Adequate notice shall Include Information on (1) the quality and quanta 
treatment works, and (ii) any anticipated impact ofthe change on the quantity or qualify ofeffluent to be 
discharged from the treatment works. 

3. Operation and Maintenance(O^M^ Manual Requirement 
The permittee shall maintainacurrent Operations and Maintenance(O^M) Manual forthe treatment works 
that is in accordance with VirginiaPollutant Discharge Elimination System Regulations, 9VAC25-31and 
Sewage Collection andTreatmentRegulations, 9VAC25-790. 

The O^M Manual and subsequent revisions shall include the manual effective date and meet Part 11.̂ .2 and 
Part lE^..4Signatory Requirements of the permit. Any changes in the practices and procedures followed by 
the permittee shall be documented in the O^M Manual within 90 days ofthe effective date ofthe changes. 
The permittee shall operate the treatment works in accordance with the O^M Manual and shall make the 
O^M manual available to Department personnelforreviewduringfacilify inspections. Within 30 days ofa 
request hy DEQ, the current O^M Manual shall be submitted to the DEQ-l^Ofor review and approval. 

The O ^ M Manual shall detail the practices and procedures which will be followed to ensure compliance with 
the requirements ofthis permit. This manual shall include, but not necessarily be limited to, thefollowing 
items, as appropriate: 

a. Permitted outfall locations and techniques to be employed in the collection, preservation, and 
analysis ofeffluent, storm water and sludge samples; 

b. Proceduresfor measuring and recording the duration and volume of treated wastewater discharged; 
c. Discussion ofBest Management Practices, i f applicable; 
d. Proceduresfor handling, storing, and disposing of all wastes, fluids, and pollutants that will prevent 

these materialsfrom reaching state waters. Eist type and quantity ofwastes, fluids, and pollutants 
(e.g. chemicals)stored at this facility; 

e. Discussion oftreatment works design, treatment works operation, routine preventative maintenance 
ofu^its within the treatment works, critical spare parts inventory and record keeping; 

f. Planfor the management and^or disposal of waste solids and residues; 
g. Hours ofoperation and staffing requirements for the plant to ensure effective operation of the 

treatment works and maintain permit compliance; 
b. Eist of facility,local and state emergency contacts; and 
i . Proceduresfor reporting and responding to any spills^overflows^ treatment works upsets. 

4. Licenced Operator Requirement 
The permittee shall employ or contract at least one Class IV licensed wastewaterworksoperatorfor this 
facility. The license shall be issued in accordance with Title 54.lofthe Code ofVirginia and the Boardfor 
Waterworks andWastewater Works Operators and Onsite Sewage System Professionals Regulations. The 
permif^ee shal̂ l notify the Depart 
antici^patinghe will not eomplywith this requirement. The notification shall includeastatementofreasous 
andar^rompt schedule for achieving compliance. 

5. Reliability Class 
The permitted treatment works shall meet Reliability Class 11. 
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6. CTC and CTO Requirement 
m a c c o r d a n c e w i t h ^ ^ ^ C ^ ^ 
Certificate to Construct(CTC)andaCertificate to Cperate(CTC)from the Department ofEnvironmental 
Quality prior to constructing wastewater treatment works and operating the treatment works, respectively. 
Non-compliance with the CTC or CTC shall be deemedaviolation of the permit. 

7. Water Qualify Criteria Reopener. 
Should effluent monitoring indicate the need for any water quality-based limitations, this permit may be 
modified or alternatively revoked and reissued to incorporate appropriate limitations. 

8. SludgeReopener 
The Board may promptly modify or revoke and reissue this permit if any applicable standardfor sewage 
sludge use or disposal promulgated under Section 405(d) ofthe Clean Water Act is more stringent than any 
requirementsfor sludge use or disposal in this permit, or controlsapollutant or practice not limited in this 
permit. 

9. Sludge Use and Disposal 
The permittee shall conduct all sewage sludge use or disposal activitiesinaccordance with the Sludge 
Management Plan (SMP) approved with the issuance of this permit. Any proposed changes in the sewage 
sludge use or disposal practices or proceduresfollowed by the permittee shall be documented and submitted 
for DEQ-NRC approval 90 days priorto the effective date of the changes. Upon approval, the revised SMP 
becomes an enforceable part of the permit. The permit may be modified or alternatively revoked and reissued 
to incorporate limitations or conditions necessitated by substantive changes in sewage sludge use or disposal 
practices. 

IQ.Total Maximum Daily Eoad(TMDE)Reopener 
This permit shall be modified or alternatively revoked and reissued ifany approved wasteload allocation 
procedure, pursuantto Section 303(d) ofthe Clean Water Act, imposes wasteload allocations, limits or 
conditions on the facility that are not consistent with the permit requirements. 

11. Elimination ofDischarge 
The permittee is required to eliminate the discharge from CutfallOOlandsubmitaplan and schedulefor 
elosureoftheexistingtreatmentfacility(VA006535^ within 30 days ofthe issuance oftheCTCfor 
proposedBostonWater^SewerCompanySTP(VA0088749). 

I f the permittee plans an expansion or upgrade to replace the existing treatment works, or if thefacilify is 
permanently closed because ofthe construction of the treatment worksforVA0088749,me p e r m i t 
submit to theDEQ-NROaclosure plan forthe existing treatment works. The plan shall address the following 
information asaminimum: Verification ofeliminationofsourcesand^or alternate treatment scheme; 
treatment, removal and final disposition ofresidual wastewater and solids; removal̂ demolition^disposal of 
structures, equipment, piping and appurtenances; site grading, and erosion and sediment control; restoration 
of site vegetation; access control; f i l l materials; and proposed land use (postclosure)ofthe site. The plan 
should contain proposed dates for beginning and completion ofthe work. The plan shall be approved bythe 
DEQ priorto implementation. The permittee may continue discharging until the effluent no longer meets the 
permit limits orthe permit expires, whichever occurs first. 
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CONDITIONS APPL1CAELETO ALL VPDES PERMITS 

A. Monitoring 

1. Samples and measurements taken as required by this permit shall be representative of the monitored 
activity. 

2 Monitoringshallbe conducted according toproceduresapprovedunderTitle^OCodeof Federal 
Regulations Part 136 or alternative methods approved by the U.S. Environmental Protection Agency, 
unless other procedures have been specified in this permit. 

3 The permittee shall periodically calibrate and perform maintenance procedures on all monitoring 
^ualyticalinstrnmentation at intervals matwill insure accuracy of measurements. 

4. Samples taken as required bythis permit shall be analyzed in accordance with 1VAC30-45, Certification 
tor Noncommercial Environmental Laboratories, or 1VAC30-46, Accreditation for Commercial 
Environmental Laboratories. 

B. Records 

1. Records ofmonitoring information shall include: 
a. The date, exact place, and time of sampling or measurements; 
b. The individual(s)who performed the sampling ormeasurements; 
e. The date(s)andtime(s)analyses were performed; 
d. The individual(s)who performed the analyses; 
e. The analytical techniques ormethods used; and 
f. The results of such analyses. 

2 ^ ^ p t f o r records of monitoring information required by this permit related to the p e ^ 
sludge use and disposal activities, which shall be retamedforaperiod of at least five years, theper^^ 
shall retain records of all monitoring information, mcluding all ca l ibra^ 
all original strip chartrecordings for continuous monitoring instrumentation, copies of alt 
by this permit, and records of all data used to complete the applicationforthispermit,foraperiod 
least^years from the date of the sample, measurement, report or application This period of retention 
shall be extended automatically during the course of any unresolved litigation regarding the regulated 
activity orregarding control standardsapplicable to me permittee, or as requested bythe Board 

C. Reporting MonitoringResuits 

1. ^ P ^ i t t e e shall submittheresultsofthemonitoringrequiredbythispermitnotlatertha^ 
of the month aftermonitoringtakes place, unlessanotherreporting schedule is specified elsewhere i n ^ 
permit. Monitoring results shall be submitted to: 

Department ofEnvironmental Quality NorthernRegionalOffice(DEONRO) 
13901 CrownCourt 
Woodbridge,VA22193 

Monitoring results shall be reported onaDischarge Monitoring Report (DMR) or on f ^ ^ 
approved or specified bythe Department. 

2 ^t^P^itteemonitorsanypollutantspecificallyaddressedbythispermitmore f requent ly^ 
^ t h t s permitusingtestproceduresapproved under Title^OoftheCodeofEederalRegulations Part 136 
or usingother test procedures approvedbytheUS Environmental Protection Agencyor using 
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procedures specified in this permit, the results ofthis monitoring shall be included in the calculation and 
reporting ofthe data submitted in the Divisor reporting form specified by the Department 

3. Calculations for all limitations which require averaging ofmeasurements shall utilize an arithmetic mean 
unless otherwise specified in this permit. 

T̂ . T^uty to Provide Information 

The permittee shall furnish to the Department,withinareasonable time, any information which the Board 
may request to determine whether cause exists for modifying, revoking and reissuing, or terminating this 
permit or to determine eomplianee with this permit. The Board may require the permittee to furnish, upon 
request, such plans, specifications, and other pertinent information as may be necessary to determine the 
effeet of the wastesfrom this discharge on the quality of state waters, or sueh other information as may he 
neeessarv to accomplish the purposes ofthe State Water Control Law. The permittee shall alsofumish to the 
Department upon request, copies ofrecords required to he kept hy this permit. 

E. Compliance Schedule Reports 

Reports of compliance or noncompliance with, or any progress reports on, interim and final requirements 
contained in any compliance schedule of this permit shall be submitted no later than 14days following each 
schedule date. 

Ê  Unauthorised discharges 

Except in compliance with this permit, or another permit issued hy me Board, it shall he unlawful for 
person to: 

1. Discharge into state waters sewage, industrial wastes, otherwastes, or anynoxious or deleterious 
substances; or 

2. Otherwise alterthe physical, chemical or biological properties ofsuch state waters and make them 
detrimental to me public healm,orto animal or aquatic life, orto the use of such watersfor domestic or 
industrial consumption, orfor recreation, or for other uses. 

t^. Reports ofUnauthori^ed discharges 

Any permittee who discharges or causes or allowsadischargeof sewage, industrial waste, otherwastes or any 
uoxious or deleterious substance into or upon state waters in violation of Part ll.P.; or who discharges or 
causes or allowsadischarge that may reasonably be expected to enter state waters in violation ofPartll.P., 
shall notifythe Department ofthe discharge immediately upon discovery ofthe discharge, but in no case later 
than24hours after said discovery A written report of the unauthorized discharge shall be submitted to the 
Department, within five days of discovery ofthe discharge.The written report shall contain: 

1. Adescription ofthe nature and location of the discharge; 
2. The cause ofthe discharge; 
3. The date on which the discharge occurred; 
4. The length oftimethatthe discharge continued; 
5. The volume ofthe discharge; 
6. rf the discharge is continuing, how long it is expected to continue; 
7. I f the discharge is continuing, whatthe expected total volume ofthe discharge will be; and 
8. Any steps planned ortaken to reduce, eliminate and preventarecurrence ofthe present discharge or any 

future discharges not authorized by this permit. 



VA0065358 
Fartll 

Fage30f8 

Discharges reportable to the Department under the immediate reporting requirements of other regulations are 
exemptedfrom this requirement. 

FL Reports ofUnusual or Extraordinary discharges 

I f any unusual or extraordinary discharge includingabypass or upset should occur fromatreatment works 
and the dischargeenters or could be expected to enter state waters, the permittee shall promptly notify,in no 
ease later than24 hours, the Department by telephone after the discovery of the discharge. This notification 
shall provide all available details ofthe incident, including any adverse affects on aquatic life and the known 
number of fish killed. The permittee shall reduce the report to writing and shall submit it to the Department 
within five days ofdiscovervof the dischargeinaccordancewith Fart 11.1.2. Unusualandextraordinary 
discharges include but are not limited to any discharge resultingfrom: 

1. Unusual spillage of materials resulting directly or indirectlyfrom processing operations; 
2. Breakdown ofprocessing or accessory equipment; 
3. Failure ortaking out ofservice some or all ofthe treatment works; and 
4. Flooding or other acts of nature. 

L Reports ofNoncomplianee 

Thepermittee shall report any noncompliancewhichmayadverselyaffectstatewaters or mayendanger 
public health. 

1. An oral report shall be provided within24hours from the time the permittee becomes aware ofthe 
circumstances. Thefollowing shall be included as information which shall be reported within24hours 
under this paragraph: 
a. Any unanticipated bypass; and 
b. Any upset which causesadischarge to surface waters. 

2. A writtenreport shall be submitted wifhin^days and shall contain: 
a. Adescription of the noncompliance and its cause; 
b. The period ofnoncompliance, including exaet dates and times, and ifthe noncompliance has not been 

corrected, the anticipated time it is expected to continue; and 
c. Steps taken or planned to reduee, eliminate, and prevent reoccurrence ofthe noncompliance. 

The Board may waive the written report onacasebycase basis for reports of noncompliance under Fart 
11.1. i f the oral report has been received within24 hours and no adverse impact on state waters has been 
reported. 

3. The permittee shall report all instances ofnoncompliance not reported under Farts 11, l.l.or 1.2.,in 
writing, atthe time the next monitoring reports are submitted. The reports shall contain the information 
listedinFartll.1.2. 

NOTE: The immediate (within 24 hours) reports required in Farts 11,0., Fl. and 1. may be made to the 
Departments Northern Regional Office at ( 7 0 3 ) ^ 3 8 0 0 (voice) For reports 
outside normal working hours, leaveamessage and this shall mlfill the immediate reporting requirement. 
For emergencies, me Virginia Department ofEmergency Services maintainsa24hour telephone service at 
1 ^ 4 ^ 8 8 9 2 
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^ Notice ofPlanned Changes 

1. The permittee shall give notice to the Department as soon as possible ofany planned physical alterations 
or additions to the permittedfacilify. Notice is required only when: 

a. The permittee plans alteration or addition to any building, structure,facility,or installations 
which there is ormayheadischarge ofpollutants, the construction of which commenced: 

1) After promulgation of standards of performance under Section 306 of C l e a n s 
applicable to such source; or 

2) After proposal of standards of performance in accordance with Section 306 of CleanWater Act 
which are applicable to such source, hut only i f the standards are promulgatedinaccordance with 
Section 306 within 120 days of their proposal; 

b. The alteration or addition could significantly change the nature or increase the quantity ofpollutants 
discharged. This notification applies to pollutants which are subject neither to effluent limitations nor 
to notification requirements specified elsewhere in this permit; or 

c. The alteration or addition results inasignificant change in the permittees sludge use or disposal 
practices, and such alteration, addition, or change may^ustify the application ofpermit conditions that 
are different from or absent in me existing permit, including notification ofadditional use or 
sites not reported during the permit application process or not reported pursuantto an approved land 
application plan. 

2. The permittee shall give advance notice to the Department of any planned changes in 
facilify or activity which may result in noncompliance with permit requirements. 

^.Signatory Requirements 

1. Al l permit applications shall be signed as follows: 

a. Toracorporation:byaresponsible corporate officer. Tor the purpose ofthissection,aresponsible 
corporate officer means: 
1) A president, seeretary,treasurer,orvice-president ofthe corporation in charge ofaprincipal 

business mnction, or any omer person who performs similar policy-or decision-makingfunctions 
forthe corporation, or 

2) The manager of one or more manufacturing, production, or operatingfacilities employing more 
than 250 persons or having gross annual sales or expenditures exceeding ^25 million (in second-
quarter 1980 dollars), ifaumoritv to sign documents has been assigned or delegated to the 
manager in accordance with corporate procedures; 

h. Forapartnershio or sole proprietorship: byageneral partner orthe proprietor, respectively; or 

c. Foramunicipality,state,federal, or omerpublic agency: by eitheraprincipal executive officer or 
ranking elected official. Tor purposes of this section,aprincipal executive officer ofapublic agency 
includes: 

1) The chief executive officer of the agency,or 
2) Asenior executive officer having responsibility forthe overall operations ofaprincipal 

geographic unit ofthe agency. 
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2. All reports required by permits, and other information requested by the Board shall be signed byaperson 
described in Part 11.^.1.,or byaduly authorized representative of that person. A person isaduly 
authorized representee only i f 

a. The authorization is made in writing byaperson described in Part 11.1 .̂1.; 

b. The authorization specifies eimer an individual oraposition having responsibilifyforthe overall 
operation of the regulatedfacility or activity such as the position of plant manager, operator ofawell 
orawell field, superintendent, position of equivalent responsibility,or an individual or position 
having overall responsibility for environmental matters forthe company. (A duly authorized 
representative may thus he eitheranamed individual or any individual occupyinganamed positions 
and 

c. The written authorization is submitted to the Department. 

3. Changes to authorization. I f an authorization under Part 11.^.2.is no longer accurate becauseadifferent 
iudividual or position has responsibility forthe overall operation ofthefacilify,anew authorization 
satisfyingthe requirements ofPart 11.^.2.shall be submitted to the Department priortoortogetherwith 
any reports, or information to be signed by an authorized representative. 

4. Certification. Any person signingadocum 
certification: 

1̂ certify under penalty oflaw that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to assure that qualified 
personnel properly gather and evaluate the information submitted. Based on my inquiry ofthe 
person or persons who manage the system, or those persons directly responsiblefor gathering 
the information, the information submitted is, to the best of my knowledge and belief, true, 
accurate, and complete, lam aware that there are significant penalties for submittingfalse 
information, including me possibility of fine and imprisonmentfor knowing violations.^ 

L. T^utytoComply 

The permittee shallcomply with allconditions of thispermit. Any permit noncompliance constitutesa 
violation of the StateWater Control Law and the CleanWater Act, except that noncompliance with certain 
provisions of this permit may constituted 
Act. Permit noncompliance is grounds for enforcement action; for permit termination, revocationand 
reissuance, or modification; or denial ofapermit renewal application. 
The permittee shall comply with effluent standards or prohibitions established under Section 307^ 
CleanWater Act for toxic pollutants and with standardsfor sewage sludge use or disposal established under 
Section405(d)ofmeClean Water Act withmthetime provided intheregulations that establish 
standards or prohibitions or standards for sewage sludge use or disposal, even ifthis permit has not yet been 
modified to incorporate the requirement. 

M.T^utytoReapply 

Ifthe permittee wishes to continue an activity regulated bythis permit af^erme expiration 
the permittee shall applyfor and obtainanew permit All permittees withacurrently effective permit shall 
submitanew application at leastl^u days before the expiration date ofthe existingpermit, unless permission 
foralater date has been granted by the Board The Board shall not grant permissionfor applications to be 
submitted later than the expiration date ofthe existing permit. 
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N. Effect ofaPermit 

This permit does not convey 
fordoes it authorize any injury to private property or invasion of personal rights, or any infringement of 
federal, state or local law or regulations. 

O. State Law 

Nothing in this permit shall he construed to preclude the institution of any legal action under, or 
permitfeefrom any responsibilities, liahilities,or penalties established pursuant to any other statelaw 
regulation orunder authority preserved by Section510of the Clean Water Act. Lxceptas provided in permit 
conditions on ^bypassing^Partll.U.^, and ^upset^(Partll.V.)nothm^ 
relieve me permittee from civil and criminal penaltiesfornoncompliance. 

P̂  Oil and ^Ta^ardous Substance Liability 

Nothing in this permit shall he construed to preclude the instimtionofany legal action or relieve the 
from any responsibilities, liabilities, or penalties to which the permittee is or may he su 
62.L44.34:14tl^ough 62.1^4.34^ ofthe State WaterControlLaw. 

Q. Proper Operation and Maintenance 

The permittee shall at all times properly operate and maintain all facilities and systems of treatment and 
eontrol(and related appurtenances^which are installed or used by the permittee to achieve compliance 
the conditions of this permit. Proper operation and maintenance also includes effective plant performance, 
^dequatefunding, adequate staffing, and adequatelaboratory and process controls, including appropriate 
qualify assurance procedures. This provision requires the operationof back-up or auxiliaryfacilities or 
similar systemswhichare iustalledby thepermifteeonly whentheoperationisnecessarvtoachieve 
compliance with the conditions of this permit. 

R. disposal ofSolids or Sludges 

Solids, sludges or omer pollutants removed in the course of treatment or management of pollutants shall be 
disposed ofmamannerso as to prevent anypollutantfromsuchmaterialsfromenteringstate waters. 

^ ^utytoMitigate 

The permittee shall take all reasonable steps to minimize or prevent any discharge or sludge use or disposal in 
violationof this permit which hasareasonablelikelihoodofadverselyaffecting human health or the 
environment. 

T. Need to TTalt or Reduce Activity NotaT^efense 

It shall not headefenseforapermitfee in an enforcement action that it would have been necessary to halt or 
reduce the permitted activity in orderto maintain compliance with the conditions of this permit. 
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U. Bypass 

1 ^Bypasŝ  means the Intentional diversion ofwastestreamsfromanyportlonofatreatmentfac^ ^he 
permittee may allow any hypasstooccurwhich does not causeeffluentlimitationst^ 
^ulyifitalso is for essential maintenance to assure efficient operation.These bypasses are not suh^ 
the provisions ofParts 11, U.2.andU.3. 

2. Notice 

a. Anticipated bypass, ifthe permittee l^ows in advance ofthe needforahypass,priornotice shall he 
submitted, ifpossible at leastten days before the date ofthe bypass. 

b. Unanticipated bypass.The permittee shall submitnotice of an unanticipated bypass as required in 
Part l l l 

3. Prohibition ofbypass. 

a. Bypass is prohibited, and the Boardmaytakeenforcementactionagainstapermitteefor bypass, 
unless: 

1) bypass was unavoidable to prevent loss oflife, personal in^ury,orsevere property damage; 
2) There were nofeasible alternatives to the bypass, such as the use of auxiliarytreatment facilities, 

retention ofuntreated wastes, ormaintenanceduringnormal periods of equipmentdowntime. 
This condition is not satisfied ifadequate backup equipment should have been installed in the 
exercise ofreasonableengineering^udgmenttopreventabypass which occurred duringnormal 
periods ofequipment downtime orpreventive maintenance; and 

3) The permittee submitted notices as required under P a r t u s 

b. The Boardmay approve an anticipated bypass, after considering itsadverse effects, ifthe Board 
determines that itwillmeetthe three conditions listed above in Part ll.U.^.a. 

V. Upset 

1. An upset constimtesan affirmative defense to an action broughtfornoncompliance with technology 
based permiteffluentlimitationsifmerequirementsofPartllV^aremeLA 
administrative review of claimsthatnoncompliancewascausedbyupset, and beforeanactionfor 
noncompliance, is notafinal administrative action subject to^udicial review. 

2 ^permittee who wishestoestablishtheaffirmativedefenseofupsetshall demonstrate, mrough proper 
signed, contemporaneous operating logs, or otherrelevant evidence that: 

a. An upset occurred and thatthe permittee can identifythecause(s)ofthe upset; 
b. The permittedfacilify was at the time being properly operated; 
e. The permittee submitted notice ofthe upsetas required inPartlfl . ; and 
d. The permittee complied with any remedial measures required under Part ITS. 

3. Irt any enforcementproceedingthe permittee seekingtoestablishtheoccurrence of an upsethasthe 
burden of proof. 

W.^nspeetion and Entry 

The permittee shall allow me Director, or an authorized representative, upon p r e s e n t 
other documents as may be required by law,to: 

1. ^teruponthepermitfee^s premises wherearegulatedfacilityoractivitv is located orconducted, or 
where records must be keptundertheconditionsofthis permit; 
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2 Have access to and copy,atreasonable times, anyrecordsthatmust be keptundertheconditionsofthis 
permit 

3. aspect atreasonable times any facilities, equipment (including monitoring and control equipm 
practices, or operations regulated orrequiredunderthis permit; and 

4. Sample ormonitoratreasonabletimes,forthe purposes of assuring permit compliance or as otherwise 
authorized bythe Clean Water Actand the State WaterControlLaw,any substances orparametersatany 
location. 

^purposes ofthis section, the time forinspection shall be deemedreasonableduringregular business hou^ 
and whenever thefacility is discharging, nothing contained herein shall make an inspection unreasonable 
during an emergency. 

^ Permit Actions 

Permits may be modified, revoked and reissued, or terminated for cause. The filing ofarequest by the 
pcrmitteeforapermit modification, revocation and reissuance, or termination, o r a n o t i ^ 
changes or anticipated noncompliance does not stay any permit condition. 

V. Transfer ofPermits 

1 Permits are nottransterable to anypersonexceptafternotice to me Department.Exceptas provided in 
Part ll.Y2,apermitmay be transferred bythe permittee toanewov^er or operator only 
has been modified orrevoked and reissued, oraminormodificationmade, to identifythenewpermittee 
^incorporate such otherrequirementsas may be necessaryunderthe State WaterControlLaw and the 
Clean Water Act. 

2. As an alternative to transfers under Part l l .Y . l . , this permitmay be automaticallytransterredtoanew 
permittee if: 

a. ThecurrentpermitteenotifiesmeDepartmentatleast^O days in advanceofthe proposed transferof 
the title to the facility or property; 

b. The notice includesawritten agreement between theexistingandnewpermitfeescontaininga 
specific datefortransferofpermitresponsibility,coverage, and liability between mem 

c. The Board does notnotifVthe existing permittee and the proposed new permittee ofitsintentto 
modify orrevokeandreissue the permit. Ifthis notice is notreceived, the t^ansferisef^ 
date specified in the agreement mentioned in Part ll.Y.2.b. 

^ Severability 

The provisions of this permit are severable, and if any provision of this permit or me application of any 
provision of mis permit to any circumstance is held invalid, the application of such provision to other 
circumstances, and the remainder ofthis permit, shallnot be affected thereby. 


